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Norway has very high flexibility in energy production since hydropower covers about 95% of yearly 
energy demand. Wind energy is gaining popularity among renewable energy domain. Moreover, 
Norway has full potential to be leading actor in wind power generation. It is recommended to have a 
combination of wind power and hydropower, and it applies perfectly here in Norway. In 2012, Norway 
had a wind energy production of 1.6 GWh. Country approved spending of 20 billion NOK to triple its 
wind power capacity of around 700 MW to more than 2 GW by 2020 in the following year.  
Wind energy production has many benefits over conventional power plants. However, it has few adverse 
effects on power system’s reliability when integrating into the grid, such as transmission congestion, 
increased balancing requirements for supply and demand and operational efficiency of a power plant 
using other production technologies. Nevertheless, many projects are running to upgrade transmission 
lines in Northern Norway and hence increase transmission capacity especially 420 kV Balsfjord - 
Skillemoen interconnector in western Finnmark. Considerable resource potential is present in this region 
which requires new grid investments. Several plans for both new consumption and the new generation 
are also required. Moreover, several interconnectors between neighboring countries are being built to 
balance the demand and supply curve by constructing a super grid in Europe. The best example to 
mention here is the upcoming North Sea Link (NSL) between Norway and the UK. 
The performance of the wind farm can be significantly enhanced by employing full-capacity converters. 
The state-of-the-art literature study has been done on Squirrel Cage Induction Generator connected to 
the grid via two-level voltage source converter. The thesis is further focused on modeling a wind farm 
as a single machine equivalent to provide 100 MW to the grid by having a best possible way to integrate 
it into the regional grid of Northern Norway. The primary attention was given to Power converter and 
Squirrel Cage Induction Generator as they are main electrical components. Mathematical models of 
induction generator and power converter are studied in depth emphasizes on optimal ways of controlling 
mechanism. 
Analysis of grid connection methods is focused primarily based on Northern Norway grid’s voltage 
rating. However, these schemes can be modified according to the advancement of a transmission system 
shortly. Steady-state analysis of the system is properly performed. Five case studies are presented which 
were performed in DIgSILENT © PowerFactory software, and results are examined and discussed. 






WECS Wind Energy Conversion System 
WT Wind Turbine 
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1.1 Background and Motivation 
There has been a continuous enhancement of power generation from non-conventional to renewable 
energy sources in recent years. Especially, Wind is one of the most prominent sources of electrical 
energy. Increasing environmental issues demand the search for more sustainable energy sources. Wind 
along with solar energy and fuel cells are possible solutions for eco-friendly energy production [1]. 
Moreover, renewable energy sources are intermittent, except for biomass and geothermal. However, a 
renewable energy dominated power system can cause concerns related to system stability and reliability. 
Primarily, the increasing wind power penetration with its uncertain production on all time scales mostly 
affects the system operation [2]. 
Norway, once known as Europe’s largest oil & gas producer, is making a remarkable transition towards 
renewable energy. The nation has been the giant producer of renewables for several years, mainly 
because of numerous hydropower plants across the country. There has been a substantial movement 
away from the oil & gas sector over last few years. Recently,  some of the largest Scandinavian actors, 
like previous known as Dong Energy (now Ørsted) and Norwegian entity Statoil (now Equinor) have 
joined this movement. Also, the residents of Scandinavia are highly aware of climate-sensitive issues 
and always be ready to protect nature. 
Norway has become a pivot for green investors from Europe, and several large players are investing in 
the country's expansion of onshore wind power. In 2012, Norway had a capacity of 700MW, and the 
goal is to increase it to 2GW by 2020. Fortunately, it seems like the country is well on its way. The 
owners of Fosen Vind, Norwegian utilities Statkraft and Trønder Energi, and the European consortium 
Nordic Wind Power DA had been granted concession in 2016. The whole project will consist of 278 
turbines in six wind parks. Danish company Vestas will deliver all turbines, and Norwegian subsidiary 
of Peikko Group will be in charge of the foundation [3].  
Norway has a consistent regional and national grid structure. Both local developers and investors are 
involved in the mix. Moreover, Swedish Eolus Vind and Nordisk Vindkraft (a subsidiary of RES) are 
in the market. Eolus is developing Øyfjellet in Nordland and Nordisk Vindkraft working on the Buheii 




Norway, and firms such as Italian based Falck Renewables and Swiss Scanenergy are developing 
projects in Northern Norway. Norway is on track and becoming an increasingly sustainable country. 
1.2 Wind Farms in Norway 
According to [4], Norway is one of biggest hydropower producer in the world. In 2016, 144 TWh energy 
was produced from hydropower plants [5]. Moreover, Norway is also one of the best-situated European 
countries for wind power [6]. In 2017, wind contributed 2.85 TWh of energy out of the total installed 
capacity which stands at 1188 MW spreading over 468 wind turbines. It accounts for 1.9% of the total 
overall power production, and 0.5% energy production increased concerning 2016 [7]. 
Table 1-1 Norwegian Measured Wind Power production in 2017* [7] 














Andøya Andøya Energi AS 1991 1 0.4 0.5 
Fjeldskår Norsk Miljø Energi AS 1998 5 3.8 4.8 
Harøy, Sandøy Sandøy Energi AS 1999 5 3.8 8.9 
Smøla I & II Smøla Vind AS (Statkraft) 2002 68 150.4 358.5 
Havøygavlen Arctic Wind AS 2002 16 40.5 90.3 
Utsira I & II Solvind Prosjekt AS 2004 2 1.2 3.9 
Hitra Hitra Vind AS (Statkraft) 2004 24 55.2 141.7 
Nygårdsfjellet I & II Nygårdsfjellet Vindpark AS 2005 14 32.2 97.5 
Kjøllefjord Kjøllefjord Vind AS (Statkraft) 2006 17 39.1 107.7 
Valsneset TrønderEnergi Kraft AS 2006 5 11.5 33.7 
Bessakerfjellet TrønderEnergi Kraft AS 2008 25 57.5 164.3 
Mehuken II & III Kvalheim Kraft AS 2010 11 25.3 68.3 
Høg-Jæren I & II Jæren Energi AS 2011 32 73.6 239.0 
Åsen II Solvind Åsen AS 2012 2 1.6 4.2 
Fakken Troms Kraft AS 2012 18 54.0 133.5 
Ytre Vikna Sarepta Energi AS 2012 17 39.1 116.2 
Lista Lista Vindkraftverk AS 2012 31 71.3 238.7 
Midtfjellet Midtfjellet Vindkraft AS 2013 44 110.0 324.8 




Røyrmyra Røyrmyra Vindpark AS 2015 3 2.4 8.2 
Skomakerfjellet TrønderEnergi Kraft AS 2015 4 13.2 37.9 
Other Wind Power - - 109 357.1 475.2 
Total - - 468 1188 2849 
* Wind Power Plants, which were not in normal operation in 2017, are summed up under Other Wind 
Power Category 
1.3 Objectives 
The primary objectives of this thesis are: 
1. Study the system requirements for Wind Power Plants (Grid Code) 
2. Study of Large-scale Wind Power System 
3. Study different wind turbine technologies and to choose best possible option  
4. Study ways of integrating Wind Power System into the main grid 
5. Analyse different problems and constraints which arise due to grid integration of Wind 
Farm. Therefore, methods will be developed to overcome them.  
6. Examine Wind Power Capacity versus Transmission Capacity 
7. Modeling the system to achieve Simulation and Results 
1.4 Thesis Outline 
In chapter 1 of thesis gives background and motivation that has formed the basis for the work. Primary 
objectives of the thesis have also been presented in this chapter. 
Chapter 2 covers the literature study required to make the base of the work. 
Chapter 3 includes the modeling of the Induction Generator especially the Squirrel Cage Induction 
Generator and control scheme of SCIG. 
Chapter 4 focuses the control system design of the two-level voltage source converter. It also provides 
mathematical model used in this study. 
Chapter 5 presents the analysis of different case studies performed. 
Finally, chapter 6 concludes the thesis by summarizing all accomplished tasks and gives the direction 





 Literature Study 
2.1 Wind Turbines 
Wind turbines harvest electricity by using the power of the wind to drive an electrical generator. Wind 
passes over the blades which generate lift and applies a rotating force. The rotating blades turn a shaft, 
which goes to a gearbox. The gearbox increases the rotational speed which is appropriate for the 
generator. Then, the generator uses magnetic fields to convert the rotational energy into electrical 
energy. The voltage at which power produced by the generator is then stepped up through transformers 
to the appropriate voltage for the power collection system, typically 66 kV or 132kV in Norway. 
 Horizontal- and Vertical-Axis Wind Turbines  
Wind turbines can be characterized based on the alignment of their spin axis into horizontal-axis wind 
turbines (HAWT) and vertical-axis wind turbines (VAWT) [8], as shown in Figure 2-1. In horizontal-
axis wind turbines, the orientation of the spin axis is parallel to the ground. The tower elevates the 
nacelle to provide sufficient space for the rotor blade rotation and to reach better wind conditions. The 
nacelle supports the rotor hub that holds the rotor blades and houses the gearbox, generator, and, in some 
designs, power converters. The industry standard HAWT uses a three-blade rotor positioned in front of 
the nacelle, which is known as an upwind formation. However, downwind formations with the blades 
at the back can also be found in practical applications. Turbines with one, two, or added than three 
blades can also be seen in wind farms. In vertical-axis wind turbines, the orientation of the spin axis is 
perpendicular to the ground. The turbine rotor uses curved vertically mounted airfoils. The generator 
and gearbox are usually placed in the base of the turbine on the ground. 
 




The rotor blades of the Vertical-Axis WT have a variety of designs with different forms and number of 
blades. The design given in Figure 2-1 is one of the favorite designs. The VAWT needs typically guide 
wires to keep the rotor shaft in a fixed position and minimize possible mechanical vibrations. A 
comparison between the horizontal- and vertical-axis turbine technologies are summarized in Table 2-1. 
The higher wind energy conversion efficiency of Horizontal-Axis WT is due to its blade design and 
access to stronger wind. However, HAWT needs a stronger tower to support the heavy weight of the 
nacelle, and its installation cost is higher. On the contrary, the VAWT has the advantage of lower 
installation costs and easier maintenance due to the ground-level gearbox and generator installation. 
However, its wind energy conversion efficiency is lower due to the weaker wind on the lower portion 
of the blades and limited aerodynamic performance of the blades. Also, the rotor shaft is long, making 
it prone to mechanical vibrations. These disadvantages hinder the practical application of vertical-axis 
turbines for large-scale wind energy conversion. Horizontal-axis turbines dominate today's wind market, 
especially in large commercial wind farms. 
Table 2-1 Comparison between horizontal- and vertical-axis wind turbines [9] 
HAWT 
Advantages Disadvantages 
• Higher wind energy conversion 
efficiency 
• Access to stronger wind due to a high 
tower 
• Power regulation by stall and pitch angle 
control at high wind speeds 
• Higher installation cost, stronger tower 
to support the heavy weight of the nacelle 
• Longer cable from the top of the tower to 
the ground 
• Orientation required (yaw control) 
VAWT 
Advantages Disadvantages 
• Lower installation cost and easier 
maintenance due to the ground-level 
gearbox and generator 
• Lower wind energy conversion 
efficiency 
 
• Operation independent of wind direction 
• Higher torque fluctuations and prone to 
mechanical vibrations 
• Suitable for rooftops (stronger wind 
without the need of tower) 
• Limited options for power regulation at 




 Fixed- and Variable-Speed Turbines  
Wind turbines can also be categorized into fixed-speed and variable-speed turbines. Fixed-speed wind 
turbines rotate nearly at a constant speed, which is determined mainly by the grid frequency, the gear 
ratio and the number of poles of the generator. The maximum conversion efficiency can be attained only 
at given wind speed. However, system efficiency degrades at other wind speeds [10]. To protect from 
probable harm of high wind gusts, aerodynamic control of the blades is used. Power system experiences 
disturbance due to highly fluctuating nature of output power of the fixed-speed turbine to the grid. This 
type of turbine also entails a robust mechanical design to absorb high mechanical stresses [11].  
On the other hand, variable-speed wind turbines can achieve maximum energy conversion efficiency 
over a wide range of wind speeds. The turbine can continuously regulate its rotating speed concerning 
the wind speed. In doing so, the tip speed ratio (𝜆𝑇) can be kept at an optimum value to achieve the 
maximum power conversion efficiency at different wind speeds [8].  
To make the turbine’s speed adjustable, the wind turbine generator is usually connected to the utility 
grid through a power converter system [10]. The generator is mechanically coupled to the rotor (blades) 
of the wind turbine, and the converter system enables the speed controller of the generator. As shown 
in Table 2-2, the main advantages of the variable-speed turbine include increased wind energy output, 
improved power quality, and reduced mechanical stress [11]. The main disadvantages are the high 
manufacturing price and power losses due to the usage of power converters. However, the additional 
cost and power losses are compensated for by the higher energy production. Furthermore, the smoother 
operation provided by the controlled generator reduces mechanical stress on the turbine, the drive train 
and the supporting structure. This has enabled manufacturers to develop giant wind turbines that are 
more profitable. Due to the above reasons, variable-speed turbines lead the current market.  
Table 2-2 Advantages and drawbacks of fixed- and variable-speed wind turbines [9] 
Fixed speed 
Advantages Disadvantages 
• Simple, robust, reliable • Relatively low energy-conversion 
• Low cost and maintenance efficiency • High mechanical stress 






• The high efficiency of energy conversion  • Added expense and losses due to the 
usage of converters 
• Enhanced power quality  • The more complex control system 
• Reduced mechanical stress  
2.2 Wind Turbine Generators 
Generators are used to perform the conversion of rotational mechanical energy to electrical energy. 
There are different types of the generator which have been used in wind energy systems over the years, 
e.g., squirrel cage induction generator (SCIG), doubly fed induction generator (DFIG), and synchronous 
generator (SG) (wound rotor and permanent magnet). These have power ratings from a few kilowatts to 
several megawatts [12]. 
The popularity of induction generator has increased tremendously in the application within renewable 
energy sources. Induction generator advantages include ruggedness, brushless (in squirrel cage 
construction), the absence of separate DC source for excitation, easy maintenance, self-protection 
against severe overloads and short circuits, and so forth. These advantages make them preferable over 
another generator in some applications. Induction generator does not need frequency control equipment 
and has low initial investment and maintenance cost [13]. A significant drawback of induction generator 
is its poor performance regarding voltage regulation as it requires a magnetizing current from the source 
of excitation. However, this drawback can be eliminated by using full-capacity power converters. The 
combination of squirrel cage induction generator (SCIG) wind energy conversion system (WECS) and 
full-capacity power converters is dominating the market in contemporary times.  
The DFIG plays a significant role in wind energy industry. The stator terminals of the generator are 
connected directly to the grid, while the rotor is interfaced with the grid through a reduced capacity 
power converter system. DFIG is adequate for most wind speed conditions because it operates typically 
about 30% above and below synchronous speed [9]. It also permits generator-side active power control 
and grid-side reactive power control.  
The synchronous generator is very well-matched for direct-drive wind turbines [9]. Permanent magnet 
generators are preferred in recent trends as they are having higher efficiency and power density as 




2.3 Wind Energy Conversion System (WECS) Arrangements 
Power converter and the generator are two principal electrical components in a WECS. Different designs 
and groupings of these two components make possible a wide variety of WECS arrangements [10], 
which can be classified into three groups:  
1. Fixed-speed WECS without power converter interface 
2. WECS using reduced-capacity converters  
3. Full-capacity converter operated WECS 
 Fixed-Speed WECS without Power Converter Interface  
A typical configuration of WECS without a power converter interface is shown in Figure 2-2, in which 
the generator is coupled to the grid through a transformer. A squirrel cage induction generator (SCIG) 
is hugely used in this type of WECS, and its rotating speed is determined by the grid frequency and the 
number of poles of the stator winding. For a four-pole megawatt generator connected to a grid of 50 Hz, 
the generator operates at speed slightly higher than 1500 rpm. The generator speed varies within 1% of 
its rated speed at different wind speeds. The generator’s range of speed is so small that this system is 
often known as a fixed-speed WECS [9].  
 
Figure 2-2 WECS without power converter interface [9] 
A gearbox is usually required to match the speed change between the turbine and generator such that 
the generator can produce rated power at the rated wind speed. This configuration needs a soft starter to 
limit high inrush currents during system start-up, but a switch bypasses the soft starter after the system 
is started. During normal operation, the system does not want any power converter. A three-phase 
capacitor bank is usually required to compensate for the reactive power drawn by the induction 
generator.  





The main drawbacks include:  
1. the system transfers the rated power to the grid only at given wind speed, leading to low 
energy conversion efficiency at other wind speeds  
2. the power transferred to the grid fluctuates with the wind speed, causing disturbances 
to the grid  
Despite its disadvantages, this wind energy system is still widely accepted in the industry with a power 
rating of up to a couple of megawatts.  
 Variable-Speed Systems with Reduced-Capacity Converters  
The variable-speed operation has many advantages over fixed-speed wind systems. It raises the energy 
conversion efficiency and reduces mechanical stress caused by wind gusts. The latter has a positive 
impact on the design of the structure and mechanical parts of the turbine and enables the construction 
of giant wind turbines. It also reduces the wear and tears on the gearbox and bearings, increasing the 
life cycle and reducing the maintenance requirements. The main disadvantage of variable-speed WECS 
is the need for a power converter interface to control the generator speed, which increases cost and 
complexity to the system. However, the power converter decouples the generator from the grid, which 
enables the control of the grid-side active and reactive power [10]. Variable-speed WECS can be further 
separated into two types based on the power rating of the converter concerning the total power of the 
system: reduced-capacity power converter and a full-capacity power converter. The variable-speed 
WECS with reduced-capacity converters are only possible with wound-rotor induction generators 
(WRIG) because the variable-speed operation can be attained by controlling the rotor currents without 
the necessity of processing the full power of the system. Two designs are there for the WRIG 
configurations: (1) with Converter-controlled variable resistance and (2) with Four-quadrant power 
converter system. 
WRIG with Variable Rotor Resistance 
Figure 2-3 shows a typical block diagram of the WRIG wind energy system with variable resistance in 
the rotor circuit. The variation in the rotor resistance affects the torque/speed characteristic of the 
generator, enabling variable-speed operation of the turbine. The rotor resistance usually is made 
adaptable by a power converter. The speed adjustment range is typically restricted to about 10% above 
the synchronous speed of the generator [14]. With the variable-speed operation, the system can capture 
more power from the wind but also has energy losses in the rotor resistance. This configuration also 
requires a soft starter and reactive power compensation. The WRIG with variable rotor resistance has 





Figure 2-3 Variable-speed configuration with variable rotor resistance [9] 
Doubly-Fed Induction Generator with Rotor Converter 
A typical block diagram of the doubly-fed induction generator (DFIG) wind energy system is shown in 
Figure 2-4. The configuration of this system is the identical to WRIG system except (1) the adjustable 
resistance in the rotor circuit is changed by a grid-connected power converter system, and (2) there is 
no requirement for the soft starter or reactive power compensation. The power factor of the system can 
be adjusted by the power converters. The converters must only process the slip power in the rotor 
circuits, which is around 30% of the rated power of the generator. It lowers the cost of the converter as 
compared to the WES using full-capacity converters [10].  
The use of the converters also allows bi-directional power flow in the rotor circuit and raises the speed 
range of the generator. This system features enhanced overall power conversion efficiency, extended 
generator speed range (±30%), and improved dynamic performance in contrast to the fixed-speed WECS 
and the variable resistance configuration. These attributes have made the DFIG wind energy system 
broadly accepted in today's market [9]. 
 




 Variable-Speed Systems with Full-Capacity Power Converters  
By using full-capacity power converter, the performance of the WES can be significantly improved. 
Figure 2-5 shows such a system in which the generator is connected to the grid via a full-capacity 
converter system [10]. Squirrel cage induction generators, permanent magnet synchronous generators 
(PMSG), and wound rotor synchronous generators have all found applications in this kind of 
configuration with a power rating up to several megawatts. The power rating of the converter is usually 
equal to the generator. The generator is entirely decoupled from the grid by using a power converter. 
Moreover, it can operate in full speed range. The power converter also enables the system to produce 
reactive power and smooth the grid connection. The main disadvantage is a more complex system with 
increased costs.  
 
Figure 2-5 Variable-speed configuration with full-capacity converters [9] 
It is noted that the WES can operate without the need for a gearbox if a low-speed synchronous generator 
with many poles is used. The removal of the gearbox improves the efficiency of the system and reduces 
initial costs and maintenance. Nevertheless, a low-speed generator has a considerably larger diameter 
to house the large number of poles on the perimeter, which may cause an increase in generator size and 
installation costs. Some of the most common converter topologies used for this type of WECS include 
two-level voltage source converter (2L-VSC) in a back-to-back configuration, diode-bridge rectifier 
plus DC-DC boost stage and 2L-VSC, and three-level neutral point clamped converter (3L-NPC) in a 
back-to-back configuration. 
2.4 Grid Integration of Wind Energy Systems 
In Norway, wind farms typically connect to the 66 or 132 kV level transmission lines, usually with a 
rather low short-circuit power [6]. However, some issues need to consider before the development of 
large wind power plants in such grids. These include the applied connection to the network, integration 
with the network system, system stability, sub-synchronous oscillations within the power plant, required 
installations and extensions of the grid. Turbines usually do not take part in voltage and frequency 
control for small-scale wind farms. In case of disturbance, the wind turbines are generally disconnected 




However, the wind turbines begin to influence the overall power system behavior when the amount of 
wind power is increasing. Thus, making the power system tough to operate by only controlling other 
large-scale power plants. It is evident that the level of wind power connects into the system depends 
severely on the type of system, i.e., short-circuit levels, fast active/reactive power control capabilities, 
concentrated or distributed generation, grid congestions. Hence, much consideration must be given to 
detailed system design while developing large-scale wind farms [15].  
Progressively, grid operators and regulators specify functional requirements wind farms must meet. 
Several countries have specified such requirements, including dynamic responses, fault ride-through 
capability and active and reactive control responses. Specific requirements may be difficult or expensive 
to meet  [6], [16]. 
The large-scale integration can occur in two primary conditions: 
• Large wind farms connected to the transmission system 
• Many small wind farms connected to the distribution systems in one area of the power system 
In either condition, the assessment of power quality and system stability become more complex; they 
demand special investigations of voltage and frequency variations depending on the system size. In the 
small-scale integration, the frequency is assumed to be constant. With high wind power capacity 
installations, sizeable active power variations can interact with the frequency controllers in the 
conventional power stations and may result in frequency variations. Also, considerable reactive power 
demanded by the wind farms can reduce the reactive power supply. Hence, voltage stability limits can 
be reduced and must be analyzed. 
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Figure 2-6 Basic Power System Structure [1] 
Figure 2-6 presents a simple single line of a fundamental power system structure, where it is possible to 




machines that are usually large. The transmission system contains transmission lines that extend for vast 
distances and connect different generation and distribution units. The transmission lines require 
attention while controlling the voltage at the terminals due to reactive power flow (in AC type lines). 
Distribution systems deliver power to the loads at a lower voltage level. The distribution lines need 
attention while controlling voltage at the loads. The power system must supply a reliable and quality 
electrical power to the loads. The power system must have enough reserves that can deliver the power 
when it is required to achieve reliability. Further, active controllers compensate the voltage and 
frequency variations keeping the power quality within limits. 
2.5 Grid connection requirements for wind turbines 
In many countries, grid codes have been developed and enforced for many years. They ensure uniform 
standards for power systems and provide an outline for producers to develop their equipment [9]. In 
addition to this, they provide a framework for manufacturers to develop their equipment. Grid codes are 
usually based on the experience attained through the operation of power systems and may differ from 
one utility to another. In Norway, Nordic Grid code must be followed, and it was updated in 2007 last 
time. Differences in various grid codes also stem from regional and geographic circumstances. However, 
the crucial elements in the different grid codes remain similar across the globe since their goal is to 
ensure the safety, reliability, and economical operation of the power system. 
The grid codes in many countries have been updated to address issues related to renewable energy power 
generation due to the rapid development of the renewable energies and their integration into the grid 
[17]. According to the updated grid codes, wind farms tend to be considered as power generation plants, 
which should perform similarly as conventional power-generation plants do.  
Fault ride-through requirements, active/reactive power control, frequency/voltage regulation, power 
quality, and system protection are classified as primary elements in the grid codes. However, fault ride-
through requirement and reactive power control are most important to consider.  
 Fault Ride-Through Requirements  
Grid disturbances such as severe voltage dip caused by short-circuiting faults. These can lead to power-
generating units disconnected from the grid, which may cause instability in the grid. The grid code 
requires power-generating units to remain connected and continuously operated even if the voltage dips 
reaches very low values to avoid instability [18]. A voltage-time diagram usually defines the depth and 
duration of the voltage dips. Figure 2-7 shows an example of low-voltage ride-through (LVRT) 
requirements during grid faults, where Un is the nominal voltage of the grid [19]. Above the limit line, 
a power-generating system must remain connected during the fault even when the grid voltage falls to 




only the system can be disconnected from the grid. According to grid codes, the system needs to supply 
a certain amount of reactive power to support the grid voltage during the fault [20]. Grid codes share a 
common background and purpose, although Transmission System Operators (TSOs), which is Statnett 
in Norway, in different countries specify the different limits and ranges for LVRT requirements. Wind 
Turbines equipped with full-capacity converters fulfill these requirements. 
 
Figure 2-7 Example of grid requirements for low-voltage ride-through [21] 
 Reactive Power Control  
Like the conventional power plants, wind turbines or wind farms are required to provide reactive power 
to the grid. Figure 2-8 illustrates an example of the range of the reactive power versus the active power 
for a power-generating unit [17]. A large megawatt wind turbine should be able to produce a maximum 
reactive power of ±0.33 pu when it deliveries the rated active power (1 pu) to the grid to support voltage 
of the grid. This relationship corresponds to a 0.95 lagging and leading power factor, respectively. 
 




Similarly, an active power generation of 0.5 pu and capability of providing up to ±0.33 pu reactive 
power corresponds to a 0.835 lagging and leading power factor, respectively. A properly designed 
variable-speed WECS can fulfill this requirement. The illustrated scenario may be varied in different 
grid codes across the globe. 
2.6 Wind Power Capacity versus Transmission Capacity 
One of the most critical issues for constructing of wind farms in Northern Norway is the transmission 
capacity of the grid in this area. Like many other countries, wind farms are concentrated in less populated 
areas, where the existing transmission grids are very weak. Additional transmission capacity is needed 
to integrate new power generation units. Moreover, wind power has some unique features that must be 
considered when assessing transmission capacity. 
First, wind power production must be evaluated considering its low utilization time (2000–3000 hours 
per year), the special smoothing effect and the fact that the power output is a function of the ambient 
conditions [11]. Also, wind power can be treated as any conventional generation when evaluating the 
thermal limits. Wind speed measurements from wind farms can even be used for the online estimation 
of the current-carrying capacity of short transmission lines. 
The induction generators that are used in wind power applications consume reactive power. If there is 
no reactive power compensation, this results in a lagging power factor at the wind farm connection 
point. If voltage stability considerations define the limit, this may decrease the maximum power transfer 
from the wind farm to the network. Reactive power compensation of wind turbines is generally provided 
by shunt capacitor banks, SVC or AC/DC/AC converters. Reactive power compensation provided by 
shunt capacitor banks depends on the voltage at the connection point and therefore may not be sufficient 
for lower voltage. However, if continuous reactive power compensation is used through AC/DC/AC 
converters, for example, wind power does not affect the maximum power transfer if voltage stability 
considerations define the limit. In addition to this, if at the wind farm connection point a leading power 
factor is provided, the maximum power transfer over the considered line could be increased, especially 
if it is acceptable to have a higher voltage at the wind farm connection point. 
During and after faults in the system, the behavior of wind turbines is different from that of conventional 
power plants. Conventional power plants mainly use synchronous generators that can continue to 
operate during severe voltage transients produced by transmission system faults. Variable-speed wind 
turbines are disconnected from the grid during a fault to protect the converter. If a significant amount of 
wind generation is tripped because of a fault, the adverse effects of that fault could be magnified [22]. 
This may affect the transmission capacity in areas with significant amounts of wind power, as a sequence 
of contingencies would be considered in the security assessment instead of only one contingency. During 
a fault, fixed-speed wind turbines may draw large amounts of reactive power from the system. Thus, the 




There are several reasons why the integration of large-scale wind power may have an impact on the 
methods that are used for determining the available transmission capacity: 
• The power output of wind farms depends on wind speed. Therefore TSOs should include wind 
forecasts in the base case for determining the day-ahead transmission capacity and use wind 
speed statistics in the base case that is used for determining the Net Transfer Capacity (NTC) 
twice a year. There may be higher uncertainties associated with prediction errors regarding the 
generation distribution, and this may result in an increased transmission reliability margin, 
which in other word corresponds to a decrease in transmission capacity. 
• Compared with conventional generation, for wind farms, less sophisticated models of generator 
characteristics are used. This could make simulation results less reliable (i.e., some TSOs may 
choose to increase transmission reliability margins to account for that). 
Apart from the impact that wind power has on the methods for determining transmission capacity, its 
integration also requires greater investment regarding some of the measures for achieving an increased 
transmission capacity. It may be significantly more expensive to provide sophisticated protection 
schemes for wind farms that are distributed over a specific area than for conventional generation of 
similar capacity [22]. Wind farms are built in remote areas where the grid reinforcements are more 






 Induction Generator Modeling 
3.1 Aerodynamic Model 
The following well-known equation gives the relation between wind speed and mechanical power 
extracted from the wind [23]:  




3  (3.1) 
where PM is the power extracted from the wind, ρ is the air density, A is the area covered by the wind 
turbine rotor, vw is the wind speed and Cp is the power coefficient, which is a function of the tip speed 
ratio λT and the pitch angle θ. The ratio of the tip speed of the blades to the wind speed at hub height, 
upstream of the rotor is called the tip speed ratio. 




Where rT is the radius of the turbine rotor, and ωM is the rotating speed of the blade. 
A general approximation of the power coefficient is used: 
 Cp = C1 (
C2
λi
− C3θ − C4) e
−C5












and C1- C6 are constants [11]. 
Since we assume that the wind speed does not change, and that wind turbines produce near their rated 
power, then the reference speed for the wind turbine is always set to its nominal value. 
Equations (3.2) and (3.3) are used to calculate the impact of the pitch angle θ on the power coefficient. 
The resulting value can be inserted into Equation (3.1) to calculate the mechanical power extracted from 
the wind. 
3.2 Reference Frame Transformation 
The reference frame theory is used to make the analysis of electric machines simpler and also to ease 
the simulation and digital implementation of control schemes in WECS. Some reference frames have 
been proposed over the years, of which the three-phase stationary frame (also known as abc frame), the 




commonly used [24]. The transformation of variables between these reference frames is presented 
below.  
 abc/dq Reference Frame Transformation 
Consider generic three-phase electrical variables, xa, xb, and xc, which can characterize either voltage, 
current, or flux linkage. The three-phase variables can be represented by a space vector x⃗  in a three-
phase (abc) stationary reference frame (coordinate system). The relationship between the space vector 
and its three-phase variables is illustrated in Figure 3-1, where the space vector x⃗  rotates at an arbitrary 
speed ω with respect to the abc stationary frame. Its phase values, xa, xb, and xc, can be obtained by 
projecting x⃗  to the corresponding a-, b-, and c- axes that are 2π/3 apart in space. Since the abc axes are 
stationary in space, each of the three-phase variables varies one cycle over time when x⃗  rotates one 
revolution in space.  
 
Figure 3-1 Space vector and its three-phase variables [9] 
If the length (magnitude) and the rotating speed of space vector x⃗  are constant, the waveforms of 
xa, xb, and xc are sinusoidal with a phase displacement of 2π/3 between any two waveforms, as shown 
in Figure 3-2. The space vector diagram and its corresponding waveforms indicate that at the instant of 
ωt1 , xb is greater than xa, and xc is negative. 
The three-phase variables in the abc stationary frame can be transformed into two-phase variables in a 




shown in Figure 3-2. The dq-axis frame has an arbitrary position with respect to the abc -axis stationary 
frame given by the angle θ between the a-axis and d-axis. The dq -axis frame rotates in space at an 
arbitrary speed ω, which relates to 0 by ω = dθ dt⁄ .  
 
Figure 3-2 Transformation of variables in 3-phase stationary frame to 2-phase arbitrary frame [9] 
To transform variables in the abc stationary frame to the dq rotating frame, simple trigonometric 
functions can be derived from the orthogonal projection of the xa, xb, and xc variables to the dq-axis as 
shown in Figure 3-2, where only the projections to the d-axis are illustrated.  
The sum of all projections on the d-axis corresponds to the transformed xd, given by xd = xa cos θ +
xb cos(2π 3⁄ − θ) + xc cos(4π 3⁄ − θ) , which can be rewritten as xd = xa cos θ + xb cos(θ −
2π 3⁄ ) + xc cos(θ − 4π 3⁄ ). Similarly, the transformation of the abc variables into the q-axis can be 
performed. The transformation of the abc  variables to the dq  frames, referred to as abc/dq 
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• A coefficient of 2/3 is added arbitrarily to the equation. The magnitude of the two-phase 
voltages is equal to that of the three-phase voltages after the transformation, and this is main 
benefit of using 2/3.  
• The two-phase dq variables after the transformation comprise all the information of the three-
phase abc  variables. The system must be three-phase balanced in this case. Only two are 
independent out of the three variables in a three-phase balanced system. Given two independent 
variables, the third one can be calculated by 
 xa + xb + xc = 0 (3.6) 
The equations for an inverse transformation can be found by matrix operations, through which the dq 
variables in the revolving frame can be altered back to the abc variables in the stationary frame. The 
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Figure 3-3 Decomposition of space vector into dq rotating reference frame [9] 
Figure 3-3 illustrates the decomposition of the space vector x⃗  into the dq rotating reference frame. 
Assuming that x⃗  revolves at the same speed as that of the dq frame, the vector angle ϕ between x⃗  and 




the benefits of the abc/dq  transformation, whereby three-phase AC variables can be effectively 
represented by two-phase DC variables.  
The synchronous reference frame is commonly used for the control of WES. In this case, the rotating 
speed of the arbitrary reference frame ω is set to the synchronous speed ωs of induction or synchronous 
generator, given by 
 ωs = 2πfs (3.8) 
where fs is the stator frequency in Hertz. The angle θ can be found from 
 θ(t) =  ∫ ωs(t)
t
0
+ θ0  (3.9) 
where θ0 is the initial angular position. 
 abc/αβ Reference Frame Transformation 
The transformation of three-phase variables in the stationary reference frame into the two-phase 
variables in the stationary frame is generally referred to as abc/αβ  transformation. Since the αβ 
reference frame does not rotate in space, the transformation can be obtained by setting θ in Equation 
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] (3.10)  
It is alluring to note that in a three-phase balanced system, where xa + xb + xc = 0, the relationship 
between xa in the αβ reference frame and xa in the abc frame is given by 









xc) =  xa (3.11)  
Similarly, the two-phase to three-phase transformation in the stationary reference frame, known as 
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3.3 Squirrel Cage Induction Generator 
The induction machine is the most extensively used electrical machine and has been most commonly 
used to convert electric power into work. Induction machines have traditionally been used in constant 
speed applications, but these machines are now also being used in variable speed applications because 
they are robust and comparatively inexpensive.  
It consists of a cylindrical stator with three-phase windings distributed symmetrically around its 
periphery, and a rotor which is free to rotate inside the stator and is separated from the stator by an air 
gap. The rotor of the SCIG is composed of the laminated core and rotor bars. The rotor bars are 
embedded in slots inside the rotor laminations. Also, they are shorted on both ends by end rings. A 
rotating magnetic field is produced in the air gap when the stator winding is connected to a three-phase 
supply. The rotating field induces a three-phase voltage in the rotor bars. Since the rotor bars are shorted, 
the induced rotor voltage produces a rotor current, which interacts with the rotating field to produce the 
electromagnetic torque. 
Figure 3-4a shows the construction of a squirrel-cage induction generator. The stator is made of thin 
silicon steel laminations. The laminations are insulated to minimize iron losses caused by induced eddy 
currents. The laminations are flat rings with openings disposed along the inner perimeter of the ring. 
When the laminations are stacked together with the openings aligned, a canal is formed, in which a 
three-phase copper winding is placed [9].  
A simplified diagram of the induction generator is shown in Figure 3-4b, where the multiple coils in the 
stator and multiple bars in the rotor are grouped and represented by a single coil for each phase. 
 
 
Figure 3-4 Cross-sectional view of a SCIG [9] 
There are two generally used dynamic models for the induction generator. One is based on space vector 
theory, and the other is the dq-axis model derived from the space vector model. The space vector model 




complex (real and imaginary part) variables, whereas the dq-frame model is composed of two equivalent 
circuits, one for each axis. These models are closely related to one another. Moreover, These are equally 
valid for the analysis of the transient and steady-state performance of the induction generator. In the 
following sections, both models are presented, and their relationship is explained. 
 Space-Vector Model 
In developing the IG space-vector model, it is assumed: 
1. The induction generator is symmetrical in structure and three-phase balanced 
2. The magnetic core of the stator and rotor is linear with negligible core losses  
The IG space-vector model is usually composed of three sets of equations: voltage equations, flux 
linkage equations, and motion equation [25],[24]. The voltage equations for the stator and rotor of the 
generator in the arbitrary reference frame are given by 
 {
v⃗ s = Rsi s + pλ⃗ s + jωλ⃗ s               
v⃗ r = Rri r + pλ⃗ r + j(ω − ωr)λ⃗ r
 (3.13)  
where  
v⃗ s, v⃗ r - stator and rotor voltage vectors (V)  
i s, i r - stator and rotor current vectors (A)  
λ⃗ s, λ⃗ r - stator and rotor flux-linkage vectors (Wb)  
Rs, Rr - stator and rotor winding resistances (Ω)  
ω - rotating speed of the arbitrary reference frame (rad/s)  
ωr - rotor electrical angular speed (rad/s)  




The terms jωλ⃗ s and j(ω − ωr)λ⃗ r on the right-hand side of Equation (3.13) are referred to as speed 
voltages. These voltages are induced by the rotation of the reference frame at the arbitrary speed of ω.  





λ⃗ s = (Lls + Lm)i s + Lm i r = Lsi s + Lm i r
λ⃗ r = (Llr + Lm)i r + Lm i s = Lri r + Lm i s
 (3.14)  
where  
Ls = Lls + Lm - stator self-inductance (H)  
Lr = Llr + Lm - rotor self-inductance (H)  
Lls, Llr - stator and rotor leakage inductances (H)  
Lm - magnetizing inductance (H) 
Rotor-side parameters and variables, such as Rr, Llr, i r, and λ⃗ r,  in Equations (3.13) and (3.14) are 
referred to the stator side.  
The third and final equation is the motion equation, which describes the dynamic behavior of the rotor 















 (3.15)  
where  
J - moment of inertia of the rotor (kgm2)  
P - number of pole pairs  
Tm - mechanical torque from the generator shaft (N·m)  
Te - electromagnetic torque (N·m) 
ωm - rotor mechanical speed, ωm = ωr P⁄  (rad/sec) 
The above equations constitute the space-vector model of the induction generator, whose equivalent 
circuit representation is given in Figure 3-5. The generator model is in the arbitrary reference frame, 
rotating in space at the arbitrary speed ω.  
It is vital to note that the IG space-vector model of Figure 3-5 is based on the motor convention. Also, 




machines are used as motors. However, there is no loss of generalization; the space-vector model and 
its associated equations can be used to model the induction machine either as a motor or a generator. 
 
Figure 3-5 Space-vector equivalent circuit of an IG in the arbitrary reference [9] 
The induction generator model of Figure 3-5 in the arbitrary reference frame can be directly transformed 
into the other reference frames. For example, a synchronous frame model is very beneficial for 
simulation and digital implementation of IG WECS with advanced control systems. Such a model can 
be found by setting the arbitrary speed ω in Equation (3.13) and in Figure 3-5 to the synchronous speed 
ωs. The derived model in the synchronous frame is given in Figure 3-6a, where ωs is the synchronous 
speed and ωsl is the angular slip frequency of the generator, given by 
 {
ωs = 2πfs        
ωsl = ωs −ωr
 (3.16)  
The synchronous speed of the reference frame ωs corresponds to the stator angular frequency, which is 
proportional to the stator frequency fs. 
To obtain the IG model in the stationary reference frame, we can set the speed of the arbitrary frame ω 
in Figure 3-5 to zero since the stationary frame does not rotate in space. The resultant equivalent circuit 
is shown in Figure 3-6b. The IG space-vector models in Figure 3-5 and Figure 3-6 are valid for both 





Figure 3-6 Space-vector models for IG in the synchronous and stationary reference frames [9] 
 dq Reference Frame Model 
According to [26], The dq-axis model of the induction generator can be obtained by decomposing the 
space-vectors into their corresponding d- and q-axis components, that is, 
 {
v⃗ s = vds + jvqs;  i s = ids + jiqs;  λ⃗ s = λds + jλqs
v⃗ r = vdr + jvqr;  i r = idr + jiqr;  λ⃗ r = λdr + jλqr
 (3.17)  
Substituting Equation (3.17) into Equation (3.13) and grouping real and imaginary components on both 







vds = Rsids + pλds −ωλqs              
vqs = Rsiqs + pλqs +ωλds              
vdr = Rridr + pλdr − (ω − ωr)λqr
vqr = Rriqr + pλqr + (ω − ωr)λdr
 (3.18)  









 λds = (Lls + Lm)ids + Lmidr = Lsids + Lmidr             
λqs = (Lls + Lm)iqs + Lmiqr = Lsiqs + Lmiqr              
λdr = (Llr + Lm)idr + Lmids = Lridr + Lmids             
λqr = (Llr + Lm)iqr + Lmiqs = Lriqr + Lmiqs             
 (3.19)  
The electromagnetic torque Te in Equation (3.15) can be expressed by dq-axis flux linkages and currents 
as well. By mathematical manipulations, several expressions for the torque can be attained. The most 









(iqsλds − idsλqs)           (a)
3PLm
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(iqsλdr − idsλqr)     (b)
3PLm
2Lr
(iqsλdr − idsλqr)     (c)
 (3.20)  
Equations (3.18) - (3.20) together with the motion equation (3.15) represent the dq-axis model of the 
induction generator in the arbitrary reference frame, and its corresponding dq-axis equivalent circuits 
are shown in Figure 3-7 [27], [28]. To obtain the dq-axis model in the synchronous and stationary 
reference frames, the speed of the arbitrary reference frame ω can be set to the synchronous (stator) 
frequency ωs of the generator and zero, respectively.  
 




3.4 Control of SCIG 
 Field Orientation 
The field orientation control can generally be classified into stator flux, air-gap flux, and rotor flux 
orientations. The rotor flux orientation is simple and easy to implement and is one of the more popular 
schemes used in both AC drives and wind energy systems [24]. The essence of field-oriented control is 
the decoupled control of the rotor flux λr and electromagnetic torque Te of the generator to attain high 
dynamic performance. Using the rotor flux orientation, the stator current of the generator can be 
decomposed into a flux-producing component, which produces the rotor flux λr, and a torque-producing 
component, which produces the torque Te. These two components are then controlled independently.  
Rotor flux orientation is attained by aligning the d-axis of the synchronous reference frame with the 
rotor flux vector λ⃗ r, as shown in Figure 3-8. The resultant dq-axis rotor flux components are 
 {




 (3.21)  
where λr is the magnitude of λ⃗ r. The rotating speed of the synchronous reference frame is given by 
 ωs = 2πfs (3.22)  
where fs is the stator frequency of the generator.  
Substituting Equation (3.21) into the torque Equation (3.20) yields 
 Te = KTλriqs (3.23)  
where KT = (3PLm 3Lr⁄ ). If the rotor flux λr is kept constant throughout the generator operation, the 
q- axis stator current iqs directly controls the developed torque. 
The stator current vector i s in Figure 3-8 can be resolved into two components along the dq axes. The 
d-axis current ids is the flux-producing current, whereas the q- axis current iqs is the torque-producing 
current. In field-oriented control, ids  is normally kept at its rated value while iqs  is controlled 
independently. With decoupled control for ids  and iqs , high dynamic performance can be 
comprehended. It is notable that the stator current vector rotates in space at the synchronous speed. 





Figure 3-8 Rotor flux-oriented control [24] 
One of the key issues linked with the rotor flux-oriented control is to determine accurately the rotor flux 
angle θf for field orientation. Different methods can be used to find θf. The method is known as direct 
field-oriented control if the angle is obtained through the measurement of generator terminal voltages 
and currents. 
 Direct field-oriented control 
Figure 3-9 shows a typical block diagram of a direct field-oriented control for the induction generator 
[24], To implement the FOC scheme, the rotor flux magnitude λr and its angle θf are identified by the 
rotor flux calculator based on the measured stator voltages (vas and vbs) and currents (ias and ibs). 
There are three feedback control loops: one for the rotor flux linkage λr, one for the d -axis stator current 
ids, and another for the q -axis stator current iqs. For the rotor flux control, the measured λr is compared 
with its reference λr
∗ and the error is passed through a PI controller. The output of the PI regulator yields 
the d-axis stator current reference ids
∗ . The torque reference Te
∗ is generated by the maximum power 






 (3.24)  
The feedback dq-axis stator currents ids and iqs are compared with their references, and the errors are 
sent to current PI controllers to generate stator voltage references vds
∗  and vqs
∗ . The voltages at dq-axis 
in the synchronous reference frame are then transformed to the three-phase stator voltages vas
∗ , vbs
∗ , and 
vcs




For the space vector modulation, the reference vector, v⃗ ref is generated according to the three-phase 
reference voltages vas
∗ , vbs
∗ , and vcs
∗ , based on which the PWM gating signals are produced.  
 
Figure 3-9 Direct field-oriented control with rotor flux orientation [24] 
As shown in Figure 3-9, the rotor flux angle θf is used in the abc/dq and dq/abc transformation for 
field orientation. Neglecting switching harmonics produced by the rectifier, the variables above the 
transformation blocks (as separated in Figure 3-9 by dashed lines on the left side) are all in the stationary 
reference frame, which are sinusoidal in steady state, whereas the variables below transformation blocks 
are all DC signals in the rotor flux synchronous frame. 
 Rotor Flux Calculator 
The generator model in the stationary dq-axis frame in Figure 3-10a can be utilized to calculate the rotor 
flux magnitude and angle. The stator flux vector can be given as 
 λ⃗ s = ∫(v⃗ s − Rsi s) dt (3.25)  
The rotor flux vector can be calculated by 
 λ⃗ r = Lri r + Lmi s =
λ⃗ s − Lsi s
Lm
+ Lmi s =
Lr
Lm





Figure 3-10 Dynamic model of SCIG and space vector diagram for rotor flux calculation [9] 
σ in Equation (3.26) is the total leakage factor, defined by 
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 (3.29)  
From the above equations that the rotor flux magnitude λr and its angle θf can be calculated based on 
measured stator voltage, stator current, and generator parameters (Ls, Lr, Lm, and Rs). No rotor current 




stator current vector i s used in the rotor flux calculator. When the two vectors rotate one revolution in 
space, their dq-axis components, λdr, λqr, ids, and iqr, alter one cycle over time due to the usage of the 
stationary (stator) frame. Neglecting the switching harmonics, these variables are sinusoidal in steady 
state.  
Figure 3-11 shows the block diagram for the digital implementation of a rotor flux calculator. Of the 
three stator voltages vas, vbs, and vcs , only two require to be measured and the third can be found from 
vas + vbs + vcs = 0. This statement is applicable for the stator currents also. The stator voltages and 
currents are then transformed into two-phase variables through abc/αβ  stationary transformation 
blocks. The other blocks are derived from Equations (3.25) - (3.29). The rotor flux angle θf for field 
orientation and its amplitude λr for rotor flux feedback control.  
 
Figure 3-11 Block diagram of a rotor flux calculator [9] 
It is considered that the dq-axis voltages and currents in the rotor flux calculator are all AC signals, 
which may cause problems for the integrators, such as undesired DC offsets during system start-up. In 
practice, the integrators can be replaced by first-order, low-pass filters with a low cut-off frequency up 
to a couple of hertz. The replacement of integrators by low-pass filters has little impact on system 
operation since the wind generator normally operates at much higher stator frequencies than the filter 





 Converter Modeling  
In variable-speed squirrel cage induction generator (SCIG) wind energy conversion systems (WECS), 
full-capacity power converters i.e. 2L-VSC are required to adjust the speed of the generator in order to 
harvest the maximum possible power available from the wind. The generator-side converter (rectifier) 
is used to control the speed or torque of the generator with a maximum power point tracking (MPPT) 
scheme. The grid-side converter (inverter) is employed for the control of DC link voltage and grid-side 
reactive power [24]. 
The main advantages of the 2L-VSC include its simplicity, proven technology and the possibility of 
building redundancy into the string of series-connected switching devices, usually insulated gate bipolar 
transistors (IGBTs). The two-level VSC allows the IGBTs to be connected in series, depending on the 
voltage rating of the device available and the supply voltage required. The fundamental principle of a 
single-phase, two-level VSC is shown in Figure 4-1, where the output waveform has two levels, +Vdc 
and 0. Therefore, each switch string must be rated for the full direct voltage, Vdc. Due to the large 
capacitance of the DC side of the converter, the DC voltage, Vdc, is more or less constant and thus the 
converter is known as a voltage source converter [29]. 
Three single-phase, two-level voltage source converters can be connected to the same capacitor to form 
a three-phase converter. This power converter circuit arrangement is often called the six-pulse converter 
configuration. In this circuit, the switches in one leg are switched alternatively with a small dead time 
to avoid both conducting simultaneously. Therefore, one switching function is enough to control both 
switches in a leg [30].  
 
Figure 4-1 Converter topology [9] 
There are some different switching strategies for VSCs [30]–[32]. These include square-wave operation, 




PWM (SFO-PWM), sinusoidal regular sampled PWM (RS-PWM), non-regular sampled PWM (NRS-
PWM), selective harmonic elimination PWM (SHEM), space vector PWM (SV-PWM) and hysteresis 
switching techniques. In this case, SV-PWM is selected. 
4.1 Space Vector Modulation 
Space vector modulation (SVM) is one of the real-time modulation techniques and is widely used for 
digital control of voltage source inverters [24].  
Switching States 
The performing status of the switches in the 2 - level inverter in Figure 4-1 can be represented by 
switching states. As indicated in Table 4-1, switching state P denotes that the upper switch in a converter 
leg is on and the converter terminal voltage (vaN, vbN, or vcN) is positive (+Vdc), whereas O indicates that 
the converter terminal voltage is zero due to the conduction of the lower switch.  
Table 4-1 Definition of switching states [24] 
   Leg a    Leg b    Leg c  
Switching states  S1 S4 vaN  S3 S6 vbN  S5 S2 vcN 
P  On Off Vdc  On Off Vdc  On Off Vdc 
O  Off On 0  Off On 0  Off On 0 
 
There are eight possible combinations of switching states in the 2-level inverter as listed in Table 4-2. 
The switching state [POO], for example, corresponds to the conduction of S1, S6, and S2 in the inverter 
legs a, b, and c, respectively. Among the eight switching states, [PPP] and [OOO] are zero states and 
the others are active states.  
Space Vectors 
 The active and zero switching states can be represented by active and zero space vectors, respectively. 
A typical space vector diagram for the two-level inverter is shown in Figure 4-2, where the six active 
vectors ?⃗? 1 to ?⃗? 6 form a regular hexagon with six equal sectors (I to VI). The zero vector ?⃗? 0 lies at the 




Table 4-2 Space vector, switching states, and on-state switches [24] 
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[PPP] 
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To derive the relationship between the space vectors and switching states, refer to the 2-level inverter 
in Figure 4-1. Assuming that the operation of the inverter is 3-phase balanced, we have 
 va(t) + vb(t) + vc(t) = 0 (4.1) 
Where va, vb and vc are the instantaneous load phase voltages. From a mathematical point of view, one 
of the phase voltages is redundant since, given any two-phase voltages, the third one can be readily 
calculated. Therefore, it is possible to transform the three-phase variables to two-phase variables through 



































Figure 4-2 Space-vector diagram for the two-level inverter [24] 
A space vector can generally be expressed regarding the two-phase voltages in the αβ frame: 
 v⃗ (t) = vα(t) + vβ(t) (4.3) 
Substituting (4.2) into (4.3), 





j2π 3⁄ + vc(t)e
j4π 3⁄ ] (4.4) 
where ejx = cos x + sin x  and  x = 0, 2π 3 or 4π 3⁄⁄ . For the active switching state [POO], the 




Vdc, vb(t) = −
1
3
Vdc, and, vc(t) = −
1
3
Vdc  (4.5) 






Following the same procedure, all six active vectors can be derived: 










The zero vector ?⃗? 0 has two switching states [PPP] and [OOO], one of which is redundant. As will be 
seen later, the redundant switching state can be utilized to minimize the switching frequency of the 
inverter or perform other useful functions. The relationship between the space vectors and their 
corresponding switching states is given in Table 4-2.  
It is noted that the zero and active vectors do not move in space and, thus, are referred to as stationary 
vectors. On the contrary, the reference vector v⃗ ref in Figure 4-2 rotates in space at an angular velocity 
 ωs = 2πf (4.8) 
Where f is the fundamental frequency of the inverter output voltage. The angular displacement between 
v⃗ ref and the α-axis of the α − β frame can be obtained by 
 θ(t) =  ∫ ωs(t)dt
t
0
+ θ0  (4.9) 
For a given magnitude and position, v⃗ ref can be synthesized by three nearby stationary vectors, based on 
which the switching states of the inverter can be selected, and gate signals for the active switches can 
be generated. When v⃗ ref passes through the sectors one by one, different sets of switches will be turned 
on or off. As a result, when v⃗ ref revolves one revolution in space; the inverter output voltage varies one 
cycle over time. The inverter output frequency corresponds to the rotating speed of v⃗ ref, whereas its 
output voltage can be adjusted by the magnitude of v⃗ ref. 
Dwell Time Calculation 
As mentioned earlier, the reference v⃗ ref can be synthesized by three stationary vectors. The dwell time 
for the stationary vectors basically represents the duty-cycle time (on-state or off-state time) of the 
chosen switches during a sampling period Ts. The dwell time calculation is based on the volt-second 
balancing principle, that is, the multiplication of the reference voltage v⃗ ref and sampling period Ts equals 
the sum of the voltage multiplied by the time interval of selected space vectors. 
Assuming that the sampling period Ts is sufficiently small, the reference vector v⃗ ref can be considered 
constant during Ts. Under this assumption, v⃗ ref can be approximated by two adjacent active vectors and 
one zero vector. For example, when v⃗ ref falls into sector I, as shown in Figure 4-3, it can be synthesized 
by V⃗ 1, V⃗ 2 and V⃗ 0. The volt-second balancing equation is 
 {
v⃗ refTs = V⃗ 1Ta + V⃗ 2Tb + V⃗ 0T0
Ts = Ta + Tb + T0                   
 (4.10)  
where Ta, Tb, and T0are the dwell times for the vectors V⃗ 1, V⃗ 2 and V⃗ 0, respectively. The space vectors 




 v⃗ ref = vref e
jθ, V⃗ 1 =
2
3






3 , and V⃗ 0 = 0 (4.11)  
Where vref shows the magnitude of the reference vector and θ is the angle between vref . The α-axis of 
the α − β frame as shown in Figure 4-2. 
 
Figure 4-3 Reference voltage synthesized by 3-phase voltages vector [24] 
Substituting (4.11) into (4.10) and then splitting the resultant equation into the real (α-axis) and 











Im:  vref(sinθ)Ts =
1
√3
VdcTb               
 (4.12)  
















sinθ                     for 0 ≤  θ <  π 3⁄
T0 = Ts − Ta − Tb                                                          
 (4.13)  
To anticipate the relationship between the location of v⃗ ref and the dwell times, by examining some 
special cases. If v⃗ ref lies precisely in the middle between V⃗ 1 and V⃗ 2 (i.e., θ = π 6⁄ ), the dwell time Ta of 




V⃗ 2 , Ta  will be zero. With the head of v⃗ ref located right on the central point Q, Ta  = Tb= T0 . The 
relationship between the v⃗ ref location and dwell times is summarized in Table 4-3.  
Note that although Equation (4.13) is derived when v⃗ ref is in the sector I; it can also be used when v⃗ ref is 
in other sectors, providing that a multiple of π 3⁄  is subtracted from the actual angular displacement θ 
such that the modified angle θ' falls into the range between zero and π 3⁄  for use in the equation, that is, 
 θ′ = θ − (k − 1)π 3⁄          for  0 ≤  θ′ <  π 3⁄  (4.14)  
where k = 1, 2..., 6 for sectors I, II..., VI, respectively. For example, when v⃗ ref is in sector II, the 
calculated dwell times Ta, Tb, and T0  based on Equation (4.13) are for vectors V⃗ 1, V⃗ 2 and V⃗ 0 , 
respectively. 
Table 4-3 Reference voltage location and dwell times [9] 
















Dwell times Ta > 0 
T𝑏 = 0 
Ta > Tb Ta = Tb Ta < Tb Ta = 0 
Tb > 0 
 
Modulation Index 
Equation (4.13) can also be expressed regarding modulation index ma: 
 {
Ta = Tsma sin (
π
3
− θ)                                            
Tb = Tsma sinθ                     for 0 ≤  θ <  π 3⁄
T0 = Ts − Ta − Tb                                                    
 (4.15)  
where 
 ma = 
√3vref
Vdc
 (4.16)  
The length of the reference vector v⃗ ref represents the peak value of the fundamental-frequency 
component in the inverter output phase voltage, that is, 




Where Va1 is the rms value of the fundamental component in the inverter output phase (phase-a) voltage. 
Substituting (4.17) into (4.16), the relationship between ma and Va1 can be found: 






 (4.18)  
For a given DC voltage Vdc, the inverter output voltage Va1 is proportional to the modulation index ma. 
The maximum length of the reference vector, vref,max, corelates to the radius of the largest circle that 
can be inscribed within the hexagon, as shown in Figure 4-2. Since the hexagon is formed by six active 
vectors having a length of 2Vdc 3⁄ , vref,max can be found from 









 (4.19)  
Substituting (4.19) into (4.16) gives the maximum modulation index 
 ma = 1 (4.20)  
from which the modulation index for the space vector modulation scheme is in the range of 
 0 ≤  ma  ≤ 1 (4.21)  
Switching Sequence 
With the space vectors selected and their dwell times calculated, the next step is to arrange the switching 
sequence. In general, the switching sequence design for a given v⃗ ref is not unique, but it should satisfy 
the following two requirements to minimize device switching frequency: 
1. The changeover from one switching state to the next contains only two switches in the same 
inverter leg, one being switched on and the other switched off.  
2. The transition for v⃗ ref moving from one sector in the space vector diagram to the next requires 
no or a minimum number of switching.  
Figure 4-4 shows a typical seven-segment switching sequence and inverter output voltage waveforms 
for v⃗ ref in the sector I, where v⃗ ref is synthesized by V⃗ 1, V⃗ 2 and V⃗ 0. The sampling period Ts is separated 
into seven segments for the selected vectors. It can be realized that  





• Design requirement (1) is fulfilled. For instance, the transition from [OOO] to [POO] 
is accomplished by turning S1, on and S4 off, which involves only two switches. 
• The redundant switching states for V⃗ 0 are utilized to reduce the number of switching 
per sampling period. For the T0 2⁄  the segment in the center of the sampling period, the 
switching state [PPP] is selected, whereas for the T0 4⁄  segments on both sides, the state 
[OOO] is used. 
• Each of the switches in the inverter turns on and off once per sampling period. The 
switching frequency fsw of the devices is thus equal to the sampling frequency fsp, that 
is, fsw = fsp = 1 Ts⁄ . 
 
Figure 4-4 Seven-segment switching sequence for reference voltage in sector I [24] 
The two-level voltage source converter technology is broadly accepted in the variable-speed WECS, 
including squirrel cage induction generator (SCIG), doubly fed induction generator (DFIG), and 
synchronous generator (SG) based WES. The converter can be utilized either as a rectifier that converts 
three-phase AC voltage produced by the generator to a DC voltage or as a grid-connected inverter that 






4.2 Control of Grid-Connected Inverter 
Most commercial wind turbines deliver the generated power to the electric grid through power 
converters. A typical grid-connected inverter for wind energy applications is shown in Figure 4-5, where 
a two-level voltage source inverter is used. The inverter is connected to the grid through a line 
inductance Lg, which represents the leakage inductance of the transformer, if any, and the line reactor 
of 0.05 to 0.1 per unit, which usually is added to the system for the reduction of line current distortion. 
The line resistance is negligibly small and has little impact on the system performance [24],[33].  
 
Figure 4-5 Grid-connected inverter in a wind energy system [9] 
The space vector modulation scheme modulates the grid-tied inverter. The inverter is a boost converter 




            for 0 <  ma  ≤  1 (4.22)  
where ma is the modulation index and Vai1 is the rms value of the fundamental-frequency component 
of the inverter phase (phase-a) voltage Vai1. Assuming that Vai1is equal to the rms value of grid phase 
voltage Vg, which can be considered constant, the DC voltage can be boosted to a high value by a small 
ma.  
Figure 4-6a shows a simplified diagram for a wind energy system, in which the wind turbine, generator, 
and rectifier are replaced by a battery in series with a small resistance that represents the power losses 
in the system. The power flow between the inverter and grid is bidirectional. Power can be transferred 
from the grid to the DC circuit of the inverter, or vice versa. For wind energy applications, the power is 
generally delivered to the grid from the inverter. The active power of the system delivered to the grid 




 Pg = 3 VgIg cosφg (4.23)  
where φg is the grid power factor angle, defined by 
 φg =  ∠V̅g − ∠Ig̅ (4.24)  
The grid power factor can be unity, leading, or lagging, as shown in Figure 4-6b. The TSOs often require 
that a wind energy system offer controllable reactive power to the grid to support the grid voltage in 
addition to the active power production. Therefore, a wind energy system can operate with the power 
factor angle in the range of 90° ≤  φg  < 270°. 
 
Figure 4-6 Simplified system diagram and definition of power factor [9] 
 Voltage Oriented Control (VOC) 
The grid-connected inverter can be controlled with many schemes. One of the schemes is known as 
voltage-oriented control (VOC), as shown in Figure 4-7. This scheme is based on transformation 
between the abc  stationary reference frame and dq  synchronous frame. The control algorithm is 
implemented in the grid-voltage synchronous reference frame, where all the variables are of DC 
components in steady state. This simplifies the design and control of the inverter.  
To understand the VOC, the grid voltage is measured and its angle θg is detected the voltage orientation. 




synchronous frame through the abc/dq transformation or from the synchronous frame back to the 
stationary frame through the dq/abc transformation, as shown in Figure 4-7. Several methods are 
available to detect the grid voltage angle θg. Assuming that the grid voltages, vag, vbg, and vcg, are 
three-phase balanced sinusoidal waveforms, θg can be obtained by 




 (4.25)  
 
Figure 4-7 Block diagram of voltage-oriented control (VOC) [9] 















vcg) =  vag                    














for vag + vbg + vcg = 0 (4.26)  
Equation (4.26) indicates that there is no need to measure the phase-c grid voltage vcg as shown in 
Figure 4-7. In reality, the grid voltage may contain harmonics and be distorted, so digital filters or phase-
locked loops (PLLs) may be used for the detection of the grid voltage angle θg. There are three feedback 
control loops in the system: two inner current loops for the accurate control of the dq-axis currents idg 




scheme, the three-phase line currents in the abc stationary frame iag, ibg, and icg are transformed to the 
two-phase currents idg  and iqg  in the dq  synchronous frame, which are the active and reactive 
components of the three-phase line currents, respectively. The independent control of these two 
components offers an effective means for the independent control of active and reactive power of the 
system.  
To achieve the VOC control scheme, the d-axis of the synchronous frame is aligned with the grid voltage 
vector. Therefore the d-axis grid voltage is equal to its magnitude (vdg = vg), moreover, the resultant 
q-axis voltage vqg is then equal to zero (vqg = √vg
2 − vdg
2 = 0), from which the active and reactive 





(vdgidg + vqgiqg) =
3
2








for vqg = 0  (4.27)  
The q-axis current reference iqg






 (4.28)  
where Qg
∗  is the reference for the reactive power, which can be set to zero for unity power factor 
operation, a negative value for leading power factor operation, or positive value for lagging power factor 
operation. 
The d-axis current reference idg
∗ , which characterizes the active power of the system, is generated by the 
PI controller for DC voltage control. When the inverter operates in steady state, the DC voltage vdc of 
the inverter is kept constant at a value set by its reference voltage vdc
∗ . The PI controller generates the 
reference current idg
∗  according to the operating conditions. Ignoring the losses in the inverter, the active 
power on the AC side of the inverter is equal to the DC-side power, that is, 
 Pg = 
3
2
vdgidg = vdcidc (4.29)  
As previously mentioned, the power flow of the inverter system is bidirectional. When the active power 
is delivered from the grid to the DC circuit, the inverter operates in a rectifying mode (Pg > 0), whereas 
when the power is transferred from the DC circuit to the grid (Pg < 0), the inverter is in an inverting 




extra measures should be taken for the controller. The DC load of the inverter can be modeled by a 
resistor R in series with a battery E to study the bidirectional power flow as shown in Figure 4-7. Since 
the average DC voltage Vdc of the inverter is set by its reference vdc
∗  moreover, is kept constant by the 
PI controller, the direction of the power flow is set by the difference between E and Vdc according to the 
following conditions 
{
E < Vdc  ⇒   Idc > 0 ⇒  Pg > 0 ⇒ Power from the grid to load (rectifying mode)
E > Vdc ⇒  Idc < 0 ⇒  Pg < 0 ⇒ Power from load to grid (inverting mode)         
E = Vdc   ⇒   Idc = 0 ⇒  Pg = 0 ⇒ No power flow between DC circuit and grid     
 (4.30)  
To determine an appropriate DC voltage reference vdc
∗ , one should take system transients and possible 





 (4.31)  
 VOC with Decoupled Controller 
To further investigate the VOC scheme, the state equation for the grid-side circuit of the inverter in the 









= (vag − vai)/Lg
dibg
dt
= (vbg − vbi)/Lg
dicg
dt
= (vcg − vci)/Lg
 (4.32)  




= (vdg − vdi +ωgLgiqg)/Lg
diqg
dt
= (vqg − vqi −ωgLgidg)/Lg
 (4.33)  
where ωg is the speed of the synchronous reference frame, which is also the angular frequency of the 
grid, and ωgLgiqg and ωgLgidg are the induced speed voltages due to the transformation of the three-
phase inductance Lg from the stationary reference frame to the synchronous frame.  
Equation (4.33) illustrates that the derivative of the d-axis line current idg is related to both d-and 𝑞-
axis variables, as is the q-axis current iqg. This shows that the system control is cross-coupled, which 
may lead to problems in controller design and unsatisfactory dynamic performance. To resolve the 





Figure 4-8 Voltage-oriented control (VOC) with a decoupled controller [9] 
It is assumed that the controllers for the dq-axis currents in Figure 4-8 are of the PI type, the output of 
the decoupled controller can be expressed as 
 {




∗ − idg) + ωgLgiqg + vdg




∗ − iqg) − ωgLgidg + vqg




) is the transfer function of the PI controller.  



















 (4.35)  
Equation (4.35) indicates that the control of the d-axis grid current idg is decoupled, involving only d-
axis components, as is the q-axis current iqg . The decoupled control forms the design of the PI 





 Analysis of Case Studies 
5.1 A Single Machine Equivalent 
The simulated behavior of a wind turbine operating at the rated operational point will be representative 
of the collective response of the large wind farm at rated operation. The reason behind this is that the 
wind turbines in the large wind farm show a coherent response when subjected to a transient event in 
the power system [11].  
According to [34], A large wind farm can merely be represented by a single machine equivalent in the 
analysis of voltage stability. A single machine equivalent means that a single wind turbine model 
represents a large wind farm. The following assumptions apply here: 
• The capacity of the single machine equivalent is the sum of the power capacities of the wind 
turbines in the wind farm [35]. 
• The power supplied by the single machine equivalent is the sum of the power of the wind 
turbines in the wind farm [35]. 
• According to Danish specifications, the reactive power of the single machine equivalent is zero 
at the connection point [36]. 
• The risk of mutual interaction between the converter control system of Type D wind turbine is 
eliminated by efficient tuning of them [37]. 
Using single machine equivalent rather than a detailed model of a wind farm with many wind turbines 
can reduce the complexity of the voltage stability analysis. This simplification is also reasonable because 
conventional power plant units are commonly represented in the analysis of voltage stability by their 
lumped, single machine equivalents [34], [38]. 
 
In this thesis, DIgSILENT© PowerFactory composite model of the FullyRatedConv WTG 5.0 MW 
50Hz is modified to generate 100 MW active power, which is then fed to the regional grid of Northern 
Norway. Parameters for different components present in this model are taken from DIgSILENT© 
PowerFactory model of 15 MW wind farm containing 6 Wind turbines with fully-rated converters. Also, 
test system developed by SINTEF, which was used in a technical report to analyze system requirements 
for wind power plants, was a source of some component’s parameters [18]. Table A - 1 (given in 
Appendix A) contained parameter values of component used to build this model. 
Also, Table A - 2 (given in Appendix A) shows power generated by WT concerning wind speed. Inbuilt 





Figure 5-1 Power curve of Wind Turbine  
Figure 5-1 shows power curve which describes the overall performance of the wind turbine. The power 
curve relates the steady-state output power developed by the wind turbine to the free wind speed. It is 
generally measured using 10-minutes average data. The wind turbine remains shut down below the cut-
in speed of about 3 m/s because the power in the wind is very low for useful energy production. Then, 
once operating, the output power increases following a broadly cubic relationship with wind speed until 
rated wind speed is reached. Above rated wind speed, the aerodynamic rotor is arranged to limit the 
mechanical power extracted from the wind and so reduce the mechanical loads on the drive train. The 
wind turbine is shut down in very high wind speeds. 
The choice of cut-in, rated and shutdown wind speeds are made by the wind turbine designer who will 





5.2 General Information regarding Model 
In DIgSILENT © PowerFactory software, Single-line schematic Diagram representation of systems is 
used. The connecting lines between two consecutive busbars signify three-phase system. It is much 
easier to work with Single-line schematic Diagram than three phase models. The model is comprised of 
Full Converter Wind Turbine which integrated to the Grid through different power system’s component 
as presented in case studies below. The model shows a lumped turbine injecting 100 MW active power 
to 1 kV LV connection. Then a transformer of rating 112 MVA is used to step up the voltage to 22 kV.  
The underground cable of 0.5 km transfers the power to the wind farm’s boundary, where the voltage 
again steps up to 132 kV through 150 MVA rating transformer. After that, power is fed into the external 
grid by using 50 km 132 kV overhead transmission line. The external grid is modeled as a slack bus.  
Information displays on connecting line represent active power, reactive power, and line current. 
Moreover, Information appears on busbar represents line to line voltage, its pu value, and voltage angle. 
It applies to all case studies performed below. The wind turbine generator is connected to Low-Voltage 
(LV) connection having 1 kV line-to-line voltage. External Grid is tied with Bus 1 which is having 132 
kV line-to-line voltage. Negative sign shows the flow of active or reactive power into the External Grid, 
whereas positive sign indicates the opposite scenario. Change in color of busbars represents its voltage 
fluctuation concerning its defined base value. Dark green color represents busbar voltage 1 pu, and 
different color appears according to DIgSILENT © PowerFactory software inbuilt heatmap settings. 
This feature also applies to the power system components where black shows the loading of the 
component is the underdefined limit. However, red color indicates the component is loaded heavily and 
working near to its full capacity power rating. Small boxes on connecting lines represent the circuit 
breaker so that circuit can be opened by merely by double-clicking on them. Moreover, Small circles on 






Case Study 1 
 
Figure 5-2 WES model without reactive power generation 
It can be seen in Figure 5-2 that wind turbine is generating 100 MW of active power and no reactive 
power at 1 kV output voltage. Considering higher values of voltage at the output terminal of WT reduces 
the line current, and hence the losses reduction. On the other side at Bus 1, 98.3 MW of active power is 
received by the grid after considering active power losses of the system. Since, in this case, the wind 
turbine is not participating in reactive power generation, 12.2 MVAr reactive power is taken from the 
External Grid to magnetize the system’s components primarily transformers. It is also observed that 50 




Case Study 2 
 
Figure 5-3 WES model with 25 MVAr reactive power generation 
Figure 5-3 shows the modified model of the WT to generate reactive power by controlling grid-side 2L-
VSC. Grid-side inverter control is modified in a way that it should fulfill the reactive power requirement 
of the system and, in addition to that, it should provide reactive power to the grid as well. The WT 
generates 25 MVAr of reactive power, and 11.5 MVAr is used for system purpose, and rest is transferred 
to the grid (13.5 MVAr). It is calculated that around 700 kVAr reactive power consumption of the system 
is reduced due to local reactive power generation. 98.4 MW of active power reached to the External 





Case Study 3 
 
Figure 5-4 WES model considering general load at Bus 4, No reactive power generation 
As shown in Figure 5-4, a general load is placed at Bus 4. The load is consuming 10 MW active power 
and 15 MVAr reactive power. This case study is done to check the feasibility of the system. Wind 
Turbine transfers 88.5 MW active power to the grid after fulfilling the load requirement and system 
losses. However, WT must borrow reactive power from the grid in order to provide to the general load 
and its own system’s components. The voltage drop on all busbars below Bus 3 is the vital observation 
to mention here. This occurs due to lack of reactive power supply. Since voltage and reactive power are 
directly related to one another, voltage drops to 21.4 kV and 21.5 kV at Bus 3 and Bus 4, respectively. 




Case Study 4 
 
Figure 5-5 WES model considering general load at Bus 4, 25 MVAr reactive power generation 
To raise the voltage at busbars as mentioned above, Wind Turbine should produce reactive power. 
Figure 5-5 illustrates the system in which WT provides 25 MVAr reactive. Therefore, the voltage has 
been raised above. Furthermore, 800 kVAr reactive power is supplied to the external grid as shown 
above after accomplishing reactive power requirement of the system. It is also noted that there is raise 
of 200 kW active power which is transferred to the grid. So, it became 88.7 MW instead of 88.5 MW 




Case Study 5  
 
Figure 5-6 WES model considering general load and VAR generator of 15 MVAr at Bus 4 
In this case study, a VAR generator is placed at Bus 4. It provides the same amount of reactive power 
which load requires (15 MVAr) as shown in Figure 5-6. It is observed that Bus 4 voltage became 1 pu 
by doing this. Hence, voltage stability is achieved is sometimes called load stability also. Moreover, 
system requirement of reactive power is much lesser as compared to case study 1. It is 9.4MVAr in the 
current case. However, it was 12.2 MVAr in case study 1. It is noticed that it is better option to provide 
shunt compensation locally than receiving from generating end through long transmission line networks. 




The main disadvantage of low power factor: 
• High MVA rating of system’s component 
Considering general load chosen in above case studies, it is calculated that load is having a power factor 
of approx. 0.55. The power factor of the load is lagging because of dominating reactive power 
consumption of the load. As it is known that the apparent power can be defined as 




Power factor is inversely proportional to the apparent power as shown in Equation (5.1). Hence, the 
apparent power rating of components in the system increases due to low power factor. However, power 
factor can be significantly improved by placing a VAR generator which is having a capacitance of 
91.74µF and inductance of 7.73mH at Bus 4. It also helps to reduce system cost since high MVA rating 
transformers, circuit breaker, isolator, and so on are very expensive. It is best to have unity power factor, 
so maximum active power can be transferred from sending to receiving end. Therefore, Reactive power 






 Discussion and Conclusion 
Firstly, a different type of wind turbine technologies has been analyzed and compared according to their 
advantages and disadvantages. At the beginning of this thesis work, Type D (Variable-speed WT with 
Full-Capacity Power Converter) wind turbine technology has been decided to work on. Therefore, Full 
converter technology combined with squirrel cage induction generator has been preferred over its 
associate competitor design technologies. Also, this technology is dominating the contemporary market. 
Different approaches have been performed to attain the required objectives of this thesis. In the 
beginning, Simulink has been used. However, later, DIgSILENT © PowerFactory has been preferred 
over Simulink due to its full range of functionality from standard features to highly sophisticated and 
advanced applications. 
Secondly, this thesis covered symmetrical steady-state analysis of the wind farm when connecting to 
the grid. Load flow studies have been performed considering Active power generation, Pg =
100MW and Reactive power generation, Qg = 0 and 25 MVAr. Moreover, a general load consuming 
active power and reactive power of 10 MW and 15 MVAr, respectively has been included in last three 
case studies to analyze the feasibility of the system more deeply. In case study 3 and 4, wind turbine 
generator generates reactive power, Qg = 0 and 25 MVAr, respectively. Nevertheless, in case study 5, 
VAR generator (Shunt compensation having a capacitance of 91.74µF and inductance of 7.73mH) is 
connected to load bus to stabilize the voltage by providing 15 MVAr reactive power to the load. Case 
studies results are discussed above. Graphs which drawn at generation and grid busbars are included in 
Appendix B. 
It is known that load flow study is the steady-state solution of the power system network. The critical 
information obtained from this study comprises the magnitude and phase angle of the bus voltages, 
reactive power at generator buses, real and reactive power flow on transmission lines, other variables 
being specified. This information is vital for continuous monitoring of the current state of the system 
and for analyzing the effectiveness of alternative plans for future system expansion to meet increased 
load demand. 
Thirdly, efforts had been made to achieve transient stability analysis as well. In the beginning, it was 
believed that performing these studies will be much more straightforward in DIgSILENT © 
PowerFactory as compared to Simulink. However, unfortunately, the approach was unsuccessful 
because of very high complexity in the DIgSILENT © PowerFactory. Though it turned out to be other 
way around. In addition to this, it took some time to get to know about the software. Since full access 




It is essential to achieve transient stability analysis because power systems are vast nowadays. They are 
densely interconnected with thousands of machines which interacts through the medium of extra-high-
voltage (EHV) and ultra-high-voltage (UHV) networks. These machines have associated excitation 
systems and turbine-governing control systems which in some cases are modeled to reflect the 
appropriately correct dynamic performance of the system. Moreover, transient stability analysis of a 
system is significant when considering different types of faults which occur in the grid. Effect of these 
faults should be observed on system’s components especially machines behavior in these cases. 
Therefore, a different type of faults should be created to perform short circuit analysis. These faults can 
be classified as small and large disturbances. A change in the gain of the automatic voltage regulator in 
the excitation system of a large generating unit could be an example of a small disturbance. However, 
sudden changes in load, transmission system faults, loss of generating units, and line switching are 
examples of large disturbances.  
6.1 Future work  
• Transient stability analysis can be the next task for this research work. Especially, transient 
voltage stability of wind energy system can be considered. Since the output power of the wind 
turbine generator generally varies significantly within a time of a few seconds due to incoming 
wind speed variations, viable measures can be exploited to enable secure operation of the system 
close to the thermal capacity and stability limits. 
• Furthermore, market integration can be analyzed. Since many interconnectors are being built to 
have European super grid, Norwegian wind power can be sold in European electricity markets 
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Table A - 1 Main components of the model [18] 
Components Node(s) Capacity / rating Comments 





connecting the Wind 
Farm 
Bus 3 – Bus 4 
22 kV 
R = 0.102 Ω/km 
X = 0.168 Ω/km 
Cd = 3.68 µF/km 
0.5 km 
Transmission Line Bus 1 – Bus 2 
132 kV 
R = 0.021 Ω/km 
X = 0.210 Ω/km 













































Case Study 1 
 
Figure B -  1 WT Power Generation at LV 
 




Case study 2 
 
Figure B -  3 WT Power Generation at LV 
 





Case study 3 
 
Figure B -  5 Power demand of General Load at Bus 4 
 





Case study 4 
 
Figure B -  7 Power transfer at Bus 1 after considering load power requirement 
Case study 5 
 
Figure B -  8 Power transfer at Bus 1 after installing VAR generator at Bus 4 
